Now wash your hands? A survey of hospital handwashing facilities.
We studied the adequacy of handwashing facilities on elderly-care wards in seven UK hospitals. We found 10.9% of sinks were inaccessible, 12% of sinks did not have any cleansing agent, 93.2% of ward sinks and 79% of treatment room sinks had no antiseptic agent. We conclude that in our survey, handwashing facilities were inadequate and have suggested a standard checklist for hospital sinks.